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Unless otherwise agreed in advance of the assessment, any fire risk assessment report produced by 4site 
(whether combined with other elements such as health & safety, or a standalone report), will be produced in 
accordance with this specification and address the requirement to carry out a suitable and sufficient risk 
assessment under Regulation 3 of The Management of Health & Safety at Work Regulations 1999, and The 
Regulatory Reform (Fire Safety) Order 2005. 
 
Unless otherwise agreed, fire risk assessments conducted by 4site will be non-destructive, non-intrusive risk 
assessments of the areas requested, and consideration will be given to PAS 79-2:2020 Fire Risk Assessment 
Guidance & Methodology and relevant British Standards, Building Regulations and MHCLG Guidance. 
Where the property in question is for residential use only (and unless otherwise agreed), a 4site fire risk 
assessment will conform to the requirements of a ‘Type 1’ risk assessment as defined by the Local 
Government Association document ‘Fire Safety in Purpose Built Blocks of Flats’. 
 
4site fire risk assessment reports shall include recommendations for required remedial actions and ongoing 
monitoring and control measures. The regulations also require the responsible person to devise and 
implement safety measures as identified in the risk assessment report. 4site’s reports shall assist with this 
by providing sections for the responsible person to manage and update the reports with actions taken. 
 

For clarity, the non-domestic part of the property is the area where the landlord, his employees, 

representatives & contractors can access without the permission of the occupiers of the premises, such as 

(but not limited to) lofts, roof spaces, internal communal lobbies & stairs, electricity & gas cupboards, lift 

motor and plant rooms, and external areas including for example paths, cupboards and garden areas. The 

domestic property is any part of the building which is used as a residence and where the occupiers have sole 

use. 

 

4site fire risk assessments consider the following aspects of fire safety and also reflect the fire safety 

standards identified during the assessment in each area of the building being inspected: 

 

 ⚫ Sources of Ignition / Fuel 

 ⚫ Persons at Risk 

 ⚫ Fire Detection and Warning Systems 

 ⚫ Means of Escape 

 ⚫ Provision of Fire Fighting Equipment 

 ⚫ Emergency Evacuation Plans and Training 

 ⚫ Maintenance and Testing of Fire Safety Equipment 

 ⚫ Signage 

 ⚫ Plant Emergency Procedures 

 ⚫ Building Plans & Fire Provisions 

 

Any assessments, observations and recommendations made are only pertinent to the conditions at the time 

of the assessment. Regular inspections and review of risk assessments are required to ensure the current 

standards identified within a report are maintained. Our reports also include overview assessments for 

relevant legal requirements indicating whether the client is complying with relevant fire legislation. 

 

Unless otherwise instructed, the frequency of the review period for this assessment is dependent on the 

Health and Safety management system and the severity and likelihood of risks and hazards observed. 

 

The content of any fire risk assessment report is based on the information and access provided to 4site and 
its consultants at the time of the assessment. Any recommendations or advice in a report is based upon 
evidence seen. No guarantee can be given that any subsequent visit by inspectors with statutory powers 
may result in other breaches of legislation being found. While every care is taken to interpret the current Acts, 
Regulations and Approved Codes of Practices, these can only be authoritatively interpreted by Courts of 
Law. 

  


